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The presence of hygroscopic materials has a large impact on the moisture balance of buildings. 
Nowadays, HAM (Heat, Air and Moisture) models are widely used to investigate the role of 
hygroscopic materials on the performance of buildings, i.e. on the building envelope, the indoor 
climate and valuable objects stored within the building. Recently, these HAM models are being 
coupled to CFD models to study the moisture exchange between air and porous materials on a 
local scale (microclimates), or to BES (Building Energy Simulation) models which focus on the 
interaction between air and porous materials at building level. Validation of these numerical codes 
is essential to gain confidence in the codes. However, available experimental data are rather 
scarce.  
This paper describes the design of a new test facility for humidity experiments. A dedicated AHU 
system is used to provide well-controlled air (constant temperature and RH) to an airtight and 
well-insulated room-size test chamber. In one of the walls of the chamber a calcium silicate 
sample is installed. A step in RH of the supply air is imposed. Temperature and RH of the supply 
air, the room air and on various depths inside the sample are continuously registered during the 
experiments. Two types of experiments were carried out to validate a coupled CFD-HAM model 
and a coupled BES-HAM model. The temperature outside the test chamber was controlled and 
there was no temperature difference imposed across the chamber walls. Comparing the models 





During the last decades an emerging trend exists to design high performance buildings. Energy-
efficient buildings should be designed without compromising the indoor comfort level. Both 
temperature and humidity play an important role in determining the indoor climate in buildings. 
While the influence of temperature is well-known, several studies have shown that the indoor 
relative humidity has a severe impact on the perceived indoor air quality [1,2]. Temperature and 
relative humidity also play an important role in the durability of a building. A lot of damage 
mechanisms in buildings are triggered by temperature or relative humidity or a combination of 
both. For example limiting the indoor humidity is indispensable to prevent valuable hygroscopic 
 2 
objects (e.g. panel paintings) from moisture-related damage [3,4,5]. To ensure the conservation 
of valuable objects a stable indoor climate is required. Temperature and humidity variations may 
result in shrinking and expanding of the objects and hence induce mechanical stresses which can 
lead to damage such as cracks or breaking of the material. Furthermore excessive indoor 
humidity may lead to condensation and mould growth e.g. at thermal bridges or on windows. 
These should be avoided as they have an adverse effect on the durability of the building 
envelope.  
Often large, expansive and energy consuming equipment is needed to keep temperature and 
relative humidity at an acceptable level. For many decades researchers have looked for ways to 
improve the energy efficiency of buildings without reducing the comfort level. Simonson et al. [2] 
proved that using hygroscopic building materials can reduce relative humidity and temperature 
fluctuations. As a result a more stable indoor climate can be provided and the perceived indoor 
air quality and occupant comfort level can be increased. A study by Osanyintola et al. [6] shows 
that using hygroscopic materials can reduce the energy use of a building. Similarly, the 
hygroscopic interaction must be included when evaluating and sizing humidity-controlled HVAC 
systems in high performance buildings. For instance Steeman et al. and Woloszyn et al. looked at 
the importance of including the hygrothermal interaction when evaluating indirect evaporative 
cooling and humidity controlled ventilation systems respectively [7,8]. 
 
A good knowledge of the humidity level in rooms and at surfaces is needed. Since buildings are 
complex systems, they can be studied at different levels (whole buildings, rooms, building 
components…). Depending on the application, heat, air and moisture transfer in buildings is 
modelled through different approaches and a lot of different modelling tools are being developed. 
In the last years, international research projects and researchers focused on a better 
understanding and prediction of the hygrothermal behaviour of buildings and building envelopes 
[9]. To understand the phenomena well, numerical tools, i.e. HAM (Heat, Air and Moisture) 
models, are used. These HAM models allow to simultaneously describe heat and mass transfer in 
hygroscopic building objects. A good overview of existing HAM models is given in the scope of 
Annex41 [10] and Annex24 [11].  
A new trend in HAM modelling is the coupling of these models to BES (Building Energy 
Simulation) models or CFD (Computational Fluid Dynamics) models depending on the application 
aimed at. BES models generally focus on energy use and thermal comfort and predict the relative 
humidity in a building in a simplified way. They allow for complex building geometries and a 
relatively short calculation time and are therefore applicable to long term simulations. An 
integration of HAM allows to include the hygrothermal interaction with the building envelope or 
furniture in a more detailed way [12,13]. While BES models assume well-mixed indoor air 
conditions, CFD models are used to calculate 3D temperature and velocity distributions in rooms 
in a detailed way. By coupling CFD with HAM, 3D local hygrothermal interaction between air and 
porous surfaces can be studied [4,14,15]. In contrast to BES, these types of models ask for a 
considerably longer calculation time. They can be applied to predict the local microclimate around 
valuable objects e.g. around a painting [4] or at the proximity of thermal bridges. To summarize, 
the coupled CFD-HAM model mainly focuses on object level, while the coupled BES-HAM model 
describes the hygrothermal conditions of a building.  
Note that zonal models, in which the indoor air is subdivided in a smaller number (order of 10 to 
100) of computational cells, form the intermediate level between BES and CFD models, and can 
also be coupled with HAM [16, 17]. This type of model will however not be discussed further in 
this paper.  
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In order to gain confidence in the codes and to investigate whether they are able to predict 
realistic conditions well, validation of these tools is necessary. Although a lot of numerical 
research has been undertaken with respect to HAM models, experimental campaigns remain 
rather limited. Many recent works have often focused on numerical and analytical investigations 
rather than experimental investigations e.g. benchmark cases developed in HAMSTAD project 
[18] or Annex 41 Common Exercises [10]. There is a need for more experimental data that 
quantifies HAM transport in porous building materials. To ensure a good validation study, it is 
important that all input parameters (i.e. boundary conditions, material properties etc.) are well-
measured and available, and that influences from surroundings are reduced to a minimum.  This 
is often not the case with field measurements where many external influences are unknown or 
hard to measure like weather conditions, building occupation… Therefore the experimental work 
is generally performed in well-controlled conditions, i.e. in climatic chambers or specially built test 
facilities.  
 
The aim of this paper is three-fold:  
(1) Section 2 summarizes some existing test facilities used for humidity experiments. From 
this overview, the aspects lacking in humidity experiments can be derived.  
(2) Section 3 discusses both the design of the climatic chamber (test set-up) and the air 
handling unit used to control the supply air conditions. A detailed description of the 
applied control strategy is presented. This part continues which the instrumentation and 
calibration of the sensors in the test chamber. This section should enable other 
researchers to use the experimental data generated by the test facility for validation of 
their models. Furthermore, this section allows other researchers to build future test 
facilities. 
(3) It is important to stress that the test facility has been designed for different types of 
experiments: both for the validation of a coupled CFD-HAM model and for the validation 
of a coupled BES-HAM model. Section 4 shows the results of these measurement 
campaigns respectively.  
 
2. State of the art 
 
Moisture experiments can be roughly classified into room-size moisture buffering experiments, 
building envelope performance experiments and wind tunnel experiments. In the next sections 
some of these experiments are discussed.  
 
2.1 Room-size moisture buffering and humidity distribution experiments  
 
In room-size moisture buffering experiments generally the response of a test room to the 
presence of hygrothermal materials is investigated. This type of experiments can be used for 
validation of existing numerical (BES) tools and to investigate the importance of hygroscopic 
(finishing) materials on the indoor climate (damping of RH variations). BES models assume well-
mixed indoor air, when validating these models it is thus important that this assumption is fulfilled. 
A differentiation can be made between test rooms located outdoors for which the outdoor 
conditions (temperature, RH) are measured, and test rooms located in a climatic chamber of 
which the conditions of temperature and RH can be controlled during the tests. Generally this 
type of tests aims to mimic the exposure to daily humidity variations, but in a controlled way. 
 
Svennberg et al. [19] investigated the moisture buffering effect of a fully furnished room. The 
experiments were carried out in a well-insulated and vapour tight test cell (PASSYS cell, 
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Denmark), consisting of the actual test room and a service room. Furniture and furnishings such 
as carpet, curtains, a chair, ... were successively introduced into the test room and the RH in the 
test room was registered when a moisture cycle was imposed. The indoor temperature was kept 
constant during the experiment. The authors concluded that lightweight materials largely 
contribute to the moisture buffer capacity of a furnished room. Hedegaard et al. used the same 
test facility to study the moisture buffer capacity of two types of interior walls (i.e. a cellular 
concrete wall and a plasterboard construction) both in untreated form and covered with a finish 
(i.e. an untreated finish or a painted rendering) [20]. During the experiments, the indoor 
temperature was kept constant while the interior walls were exposed to cyclic humidity variations. 
The response of the indoor humidity and the moisture content change of a wall component 
specimen were measured. The results showed that finishes have a large impact on the buffer 
performance of underlying materials.  
In the scope of the research project ‘Whole Building Heat Air and Moisture Response’ of the 
International Energy Agency [9], the response of two identical well-insulated and vapour tight 
rooms was measured under a moisture production and real climatic conditions. These rooms 
were situated at the Fraunhofer Institute in Holzkirchen (Germany). Inside the test room, the 
temperature was kept at a constant level. Three cases were distinguished and compared to the 
reference test room: a vapour tight finishing, gypsum board applied to the walls and gypsum 
board applied to the walls and the ceiling [10]. The same test facility was used by Holm and 
Künzel [21] to investigate the moisture buffering of different wood-based finishing materials.  
Yang et al. have studied the moisture buffering behaviour of two types of finishing materials (i.e. 
uncoated gypsum and pine paneling) and of two types of furniture (i.e. a bookshelf with books 
and a fully furnished room). The experiments were carried out at different ventilation rates and for 
some cases the RH distribution in the test room was monitored during the experiments [22]. For 
these tests only the lower room of a two-storey test hut built inside a climatic chamber of which 
the temperature and humidity were controlled, was used (CBS climate chamber at Concordia 
University in Montreal, Canada). Additional experiments were performed in which moisture 
movement through a large horizontal opening between the upper and lower room of the test hut 
was measured. In these tests the interior surfaces were non-hygroscopic and no furniture was 
added to the room [10].  
Similarly Yoshino et al. [23] (test room Akita university, Japan) have used a room size experiment 
to look at the moisture buffering in gypsum boards. The actual test room is also located inside a 
climatic chamber, from which the temperature and humidity can be controlled. Different 
experiments were carried out with different configurations of gypsum board (e.g. on walls, ceiling, 
floor) and different ventilation rates (no ventilation, 1ACH and 5ACH). Each experiment consisted 
of 6hours of humidification followed by 12hours without humidification. During humidification 
water vapour was produced by evaporating moisture from two water reservoirs. The boundary 
conditions of the test room, ventilation rate, amount of moisture production, air temperature and 
humidity were measured and used to validate six numerical HAM models.  
 
On the other hand some in-situ measurements were reported in literature. Plathner and 
Woloszyn [24] experimentally quantified the influence of moisture buffering on the transport of 
airborne moisture from the kitchen to the other rooms in a fully furnished, unoccupied semi-
detached two-storey test house. By comparing the water vapour increase to the concentration 
increase of an inert tracer gas released simultaneously, moisture buffering in porous surfaces 
was found to have a large influence on the humidity distribution in the dwelling. Due to the 
storage capacity of the building envelope and furniture, moisture was absorbed by porous 
surfaces before reaching the other rooms. During the tests the outdoor climate was registered, as 
well as the temperature and RH in the centre of each room. The latter were compared to 
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numerical results. Similar experiments in an unoccupied three-storey house were reported by 
Oldengarm [25]. These experiments can be used to validate coupled multizone airflow-HAM 
models, however, no material properties of the furniture were available.  
Simonson [26] performed a full scale investigation in a two-storey field test-house in Finland. The 
house had a well-insulated wooden frame construction without vapour retarder. During the 
experiments the conditions inside a bedroom with and without hygroscopic finishing were 
measured while water vapour was generated during the night to mimic the presence of two 
sleeping adults. Temperature and RH of the outdoor air were registered as well. The results 
showed that the porous building envelope decreases the peak humidity in the bedroom during the 
night by up to 20%RH and increases the minimum indoor humidity in the winter by about 10%RH. 
 
All above tests are assumed to be carried out under well-mixed air conditions, which is a 
necessary assumption for validation of BES models. These well-mixed conditions are generally 
assured by using a large enough ventilation rate or by using additional fans in the test room, e.g. 
in [19] and [26]. In these experiments the indoor RH and temperature are generally measured by 
one or only few sensors at the centre of the test rooms. However, temperature stratification and 
uneven moisture distribution are prevalent conditions within rooms. Moreover the distribution of 
RH can vary significantly along interior surfaces, which affects the moisture transfer between the 
indoor air and the surface material, and as a result, the moisture buffering behaviour of surface 
materials. Room-size experiments, in which the humidity distribution inside a room is 
measured and which can be used to validate CFD models are rather scarce. The experiments of 
Yang et al., mentioned earlier, in which the moisture distribution in one room or both test rooms 
were registered, enable to validate CFD tools [10, 22]. Hohota on the other hand [27], performed 
detailed experimental investigations on the air velocity, temperature and relative humidity field in 
a non-hygroscopic test room and used the results to validate a CFD model which takes into 
account condensation against impermeable surfaces. The experiments were carried out in the 
MINIBAT test facility (located in Lyon, France), which consists of two identical, adjacent test 
rooms. One of the rooms is adjacent to a climatic chamber which is used to mimic the outer 
climate while the temperature of the other wall surfaces is kept constant. The same test facility 
was used by Teodosiu [28] to predict indoor comfort taking into account the indoor moisture 
distribution. The results were used to validate a CFD model. In the latter studies [27, 28] the 
interaction with porous surfaces was not considered. 
 
2.2 Performance of building envelope systems 
 
On the other hand several researchers used a climatic chamber to investigate the performance 
of building envelope systems. In these tests often one of the walls of the climatic chamber was 
interchangeable (e.g. in [29]) or the test wall is placed between two parts of the climatic chamber 
of which one part mimics the outer climate and another represents the inner climate (so-called hot 
box and cold box, e.g. in [30]).  
Apart from room-size experiments (see Section 2.1), the CBS climatic chamber at Concordia 
University was also used for envelope performance investigations (Table 1). Sadauskiene et al. 
[30] used the test facility to study the effect of an exterior painted thin render finish on the drying 
rate of exterior-insulated walls in a cold and humid climate. In these tests, the building envelope is 
positioned in between the hot and cold box representing dynamic indoor and outdoor conditions. 
Additionally, an amount of moisture could enter the construction system by means of an artificial 
rain poured on the surface of the walls. Fazio et al. [31] gives a detailed description of how the 
test-set up can be used for envelope component performance testing. The same test facility was 
used by Alturkistani [29] to investigate the drying capacity of different envelope configurations. In 
 6 
contrast to Ref. [30], here the envelope of the two-storey test house built inside the climatic 
chamber was tested. In the experiments, the moisture contents of the materials in the assemblies 
were monitored by gravimetric samples which were cut out from sheathing and stud materials. 
The same set-up was used by Li et al. [32] for validation of a 2D HAM model. In these 
experiments measured and calculated moisture content profiles on sheathing are compared for 
different types of wall panels. 
Pavlik et al. [33,34] designed a system of climate chambers for the simulation of external and 
internal climatic conditions (NONSTAT). A studied envelope structure was placed in a connecting 
tunnel between two climate chambers. In one chamber outside conditions were simulated, in the 
other inside conditions were imposed. In the tested structure the moisture content, relative 
humidity and temperature was monitored.    
Vici et al. [35] used climatic chamber experiments to look at the behaviour of wooden boards, 
which represented the supports of panel paintings, subjected to cyclic humidity cycles. No 
detailed information about the test facility was included in the paper. Belarbi et al. [36] performed 
1D and 2D experiments on lime-cement mortar and sandstone for the validation of a 2D HAM 
model. The experiments were carried out in a modified oven inside a climatic chamber from which 
the temperature and RH were controlled. Both the temperature and RH in the climatic chamber, 
the surface temperature and the temperature and moisture ratio distribution inside the sample 
were measured.  
 
2.3 Wind tunnel experiments – convection coefficient experiments 
 
The convective mass transfer coefficient is an important parameter because it is a measure of the 
resistance to mass transfer between flowing air and porous surfaces and therefore has an impact 
on the moisture buffering behaviour of hygroscopic materials. Since these mass transfer 
coefficients are difficult to determine experimentally, often convective heat transfer coefficients 
are measured and the analogy between heat and mass transfer is used to determine the 
convective mass transfer coefficient [37].  
 
Recently, wind tunnel experiments were performed in the transient moisture transfer (TMT) 
facility which was designed to study 1D heat and moisture transfer between a flowing air stream 
and a porous material and is located at the University of Saskatchewan, Canada. A good 
description of the test facility is given in Talukdar et al. [38]. In the experiments a small 
converging wind tunnel produces a steady, fully developed air flow at varying velocities, 
temperatures and RH’s, above the surface of a porous material. Two hygroscopic building 
material samples (i.e. cellulose insulation and spruce plywood), of which the hygrothermal 
properties were measured, were used. During the tests the changes in mass, relative humidity 
and temperature were measured at different depths inside the samples. For both material 
samples three different types of tests were performed: (1) a single step change in humidity (from 
50%RH to 85%RH), (2) different flow rates resulting in a laminar and turbulent flow and (3) 
cyclical tests for which a RH of 75% imposed for two days is followed by a RH of 33% for two 
days [39]. Olutimayin et al. [40] applied the same test facility to study the vapour boundary layer 
in a bed of cellulose insulation following a step change in ambient humidity. Both an isothermal 
test and a non-isothermal test were performed. The experimental data are used for verification of 
a mathematical model. Osanyintola et al. [6, 41] used both the TMT test facility and a sealed 
glass jar facility to determine the moisture buffer capacity (MBC) of spruce plywood, which can be 
used to quantify the potential for hygroscopic materials to damp indoor humidity variations. Due to 
differences in boundary conditions and to a different sample size of the plywood, MBC differences 
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up to 18% are registered. The experimental data were furthermore used to validate a numerical 
model. 
 
To determine the convective mass transfer coefficients at the porous surface, experiments based 
on the adiabatic evaporation of water from a tray located in the lower panel of a horizontal 
rectangular duct were carried out e.g. by Iskra et al. [42]. In these tests both the evaporation rate 
from the tray of water and the vapour density difference between the air stream and the surface 
of water are measured. The vapour density of the air stream is determined from the measured 
temperature and RH of the airstream while the vapour density at the surface is based on the 
measured water temperature and the saturated air assumption. Talukdar et al. used the results of 
similar experiments for comparison with CFD simulations [43]. 
On the other hand Bednar and Dreyer [44] reported on detailed in situ investigations on realistic 
mass transfer coefficients in a test room (room area 13.4m² and height 3.5m) where different heat 
and moisture production and/or ventilation strategies were applied. By measuring the mass loss 
of a small insulated specimen (32cm³), the surface temperature in the centre of the specimen and 





Above literature review has revealed that a lack of experimental data exists especially for the 
validation of coupled CFD-HAM models. The existing facilities focus on the determination of 
transfer coefficients [38] or on the concentration pattern in the room [27]. Since the experiments 
by Talukdar et al. [38] were performed in a wind tunnel, it was not clear whether the 
measurements correspond well to realistic cases. 
On the other hand, more data are available with respect to validation of multizone models. At this 
point it must be noted that in some experimental campaigns not all input data necessary for 
numerical tools were available, e.g. material properties [19].  
 
Some important points of interest were considered when designing the new test facility: firstly the 
new test facility wants to generate more realistic flow patterns typically encountered in buildings 
instead of fully developed laminar or turbulent air flow conditions encountered in Ref. [38]. The 
innovative part of the new test-facility consists of the fact that a porous sample is installed in one 
of the walls of the test room and is smoothly aligned with the test wall in which it is positioned. 
The air jet blows directly on the sample and mimics the interaction between the indoor air and a 
porous wall surface.  
Furthermore the temperature and relative humidity distributions inside the porous material sample 
are measured during the experiments, together with the air flow patterns around the material. 
This is new for experiments on room-scale and allows to validate a coupled CFD-HAM model. 
This will be further discussed in Section 4.2. Another important point is the flexibility of the test 
facility. By adding additional hygroscopic material to the test room, the experimental set-up allows 
to validate coupled BES-HAM models in which the indoor air in the test room is well-mixed. This 




3. Climate chamber design 
 
The lay-out of the new test facility will be extensively described in the next sections. First the 
design of the test chamber will be discussed in Section 3.1. After, Section 3.2 and 3.3 focus on 
the air handling unit and the instrumentation of the test facility respectively. Finally, the test 
sample is discussed in Section 3.4. 
 
3.1 Test chamber  
 
The test facility was built at the laboratory of the Department of Flow, Heat and Combustion 
Mechanics at Ghent University (www.floheacom.ugent.be) and consists of an outer and an inner 
chamber. The outer chamber is mainly used to minimize effects from the surroundings, for 
instance day/night temperature fluctuations. Similar to for instance the Atika test room [23], the 
inner chamber is the actual test chamber. It represents a small room measuring 1.8m in width, 
1.89m in depth and 1.8m in height (volume 6.12m3). The outer room measures 3.0m width on 
2.7m depth and has a height of 2.4m. The test facility is schematically represented in Figure1, a 
view on the test room is shown in Figure 2. The wall panels (type ISOCAB [45]) of the inner and 
outer room consist of 6cm rigid high density polyurethane foam with a thermal conductivity of 
0.0223 W/m·K, sprayed in between two skins of white polyester lacquered, galvanized steel plate 
(thickness 0.63mm). The panels have an overall U-value of 0.372 W/m2K according to the 
manufacturer [46]. The floor consists of multiplex panels with a phenol anti-slip surface reinforced 
with glass fibre. Its thermal conductivity is 0.366 W/m·K. The wall opposite to the air inlet is a test 
wall, consisting of 6cm mineral wool (λ~0.04W/m·K) in a timber frame. A calcium silicate sample 
is positioned in the test wall. This test sample is discussed more in detail in Section 3.4. 
 
Note that in order to minimize the heat losses to the outer room, a small heating device (i.e. a 
light bulb) was placed in the outer chamber. The light bulb turns on if the temperature in the outer 
room is below 25°C. 
 
3.2 Air handling unit 
 
A closed-looped air handling unit (AHU) draws air from the inner room with a recirculation fan. 
The ventilation air inlet and outlet are positioned respectively at the top and bottom of the wall 
opposite to the test wall, as indicated in Figure 1. Temperature, relative humidity and velocity of 
the entering air jet are closely controlled with a dedicated air conditioning system. The air is 
successively cooled and dehumidified by a cooling coil (with a maximum cooling capacity of 
3.5kW). When the air reaches its dew point, condensation starts and the humidity ratio of the air 
drops. The air at lowered temperature passes through a heat exchanger where a resistive heater 
heats up the air to the desired temperature. By heating the air, its relative humidity drops. Steam 
is then added to the dry air to humidify the air to the required relative humidity set point (Figure 1).  
The steam humidifier works as follows: a dosing pump supplies a heated cylinder with 
demineralised water. The cylinder is kept at a high temperature (± 300°C) by a resistance wire 
that is wrapped around the cylinder. The water that enters the cylinder immediately evaporates 
when it comes in contact with the hot cylinder wall. This way the time delay between the moment 
the liquid water enters the cylinder and the moment this water leaves the cylinder as steam is 
minimal. The dosing pump has a manually adjustable stroke length and the rotation speed is 
controllable. With a maximum of 180 rpm (revolutions per minute) and a stroke volume of up to 
0.13ml this results in a maximum flow rate of 1.4 litres per hour. The produced steam is then 
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injected into the air duct. Contact of the steam with colder duct walls must be kept to a minimum 
to avoid condensation.   
The air then passes through a buffer vessel with a volume of 25 litres. The buffer vessel is placed 
not far from the steam injection point in the air circuit to ensure a good mixture of the water 
vapour in the air. This buffer vessel levels out the relative humidity fluctuations caused by the 
humidification system and damps out temperature fluctuations. Finally a flow straightener ensures 
a fully developed flow pattern when the air enters the climate chamber.  
 
A constant inlet air velocity is guaranteed by a fan with a constant rotation speed. The air change 
rate can vary between 0ACH and 10ACH, corresponding to a maximum air flow rate of about 
61.2m3/h (mass flow rate of 68 ± 2 kg/hr). The airtightness of both the inner room and the AHU-
circuit was verified with a CO2 tracer gas decay experiment. During the tracer gas measurements, 
the air change rate was set to its maximum value (approximately 10ACH). An infiltration rate of 
0.033ACH was measured, which proves a satisfactory airtightness of the test room.  
 
During operation of the test room, the temperature and the relative humidity at the air inlet of the 
test chamber need to be controlled closely. The applied control strategy for temperature and 
relative humidity is shown on Figure 3: a control loop for temperature and a control loop for 
relative humidity can be distinguished. Both temperature and relative humidity are measured at 
the chamber inlet (indicated in Figure 1). These measured values are compared with the 
corresponding set points. The difference between set point and measured value then serves as 
an input for the PID controller which steers the resistive heater for temperature control and steers 
the pump of the humidifier by adjusting its rotation speed for humidity control. G11, G12 and G22 
on Figure 3 represent the transfer functions of the system.  
 
The system is a multiple-input-multiple-output system (MIMO), which means that the two control 
loops cannot be entirely separated. This may render a smooth temperature and relative humidity 
control rather difficult. Changes in temperature change the relative humidity when the absolute 
humidity remains unchanged. On the other hand the hot steam added to the air flow influences 
the air temperature. The temperature loop has a smaller time constant than the relative humidity 
loop. Therefore the influence of the relative humidity on the temperature is small and can be 
neglected. The influence of the temperature on the relative humidity on the other hand 
(represented by G12) cannot be neglected due to the slow time response. This was also 





The relative humidity at the inlet of the chamber is measured by a capacitive humidity sensor 
TRANSMICOR T232 from GEFRAN. This sensor has an accuracy of ±2% between 5%RH and 
95%RH. The relative humidity in the test room and in the test sample is measured with 
capacitance RH sensors (type HIH-4000 humidity sensors from Honeywell). Thermocouples type 
K are used to measure the inlet air temperature, the temperature in the centre of the test room, 
the temperature at different depths in the calcium silicate sample, near the front and back surface 
of the test sample and against the walls of the test room (indicated by a-d in Figure 10b). All 
sensor signals are read by a voltage scanner and the measured values are then sent to a 
computer where they are stored. All data are recorded every ±3s during the experiment. 
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a. Response of the RH sensors 
 
As mentioned in the previous section, a fast response of the temperature and relative humidity is 
essential. To evaluate the response time of the control system (and hence the performance of the 
controllers), two tests were conducted. Figure 4a shows the response of the relative humidity at 
the inlet of the chamber when the set point is altered from 50%RH to 65%RH and then back to 
50%RH. During the test, the temperature of the supply air is kept constant at 25°C. Hardly any 
influence of the step change RH on temperature is noted in Figure 4a. Hence, when temperature 
stays constant, the response of the sensors is in the order of seconds or even less and an 
immediate change in relative humidity is noted. 
On the other hand Figure 4b shows that when the temperature changes with a constant absolute 
humidity, the response of the RH sensor is much slower. The response time grows tremendously 
when the air temperature decreases from 25°C to 20°C and then back to 25°C. A response time 
up to ten minutes is measured. This is in correspondence with Dooley et al. [47] who came to the 
same conclusions. As a result, experiments with a varying supply air temperature are difficult to 
perform.  
 
b. Calibration of the temperature and RH sensors 
 
To obtain good and reliable measurements in the climatic chamber, a precise calibration of the 
sensors used in the test chamber is indispensable. To calibrate the thermocouples a dry block 
calibrator was used. This method allows to calibrate thermocouples to an accuracy of ±0.1°C.  
To calibrate RH sensors, generally saturated salt solutions are used. These solutions decrease 
the relative humidity in the atmosphere of a closed (glass) jar to a relative humidity below 100%. 
The equilibrium relative humidity is known for a number of saturated salt solutions, their 
equilibrium relative humidity furthermore depends on temperature. This equilibrium relative 
humidity can then be used as a reference point for calibration of the RH sensors. One 
disadvantage of this technique is the strong dependence on temperature: small fluctuations of the 
temperature of the surroundings change the equilibrium relative humidity of the salts. As a result, 
calibration of the sensors must be performed in a controlled environment, e.g. in a climatic room. 
Furthermore, a relatively long period is required before the saturated salt solution reaches an 
equilibrium state. 
 
To overcome some of these drawbacks, a new calibration procedure was developed. The new 
method allows both to facilitate the existing procedure and yet to obtain a precise calibration of 
the RH sensors. In this procedure saturated salt solutions are placed inside a glass box and a 
chilled mirror is used to determine the dew point in the box with an accuracy of ± 0.2°C. At the 
same time, the dry bulb temperature in the box is measured. The relative humidity in the box can 
now be determined from the measured dew point and the measured air temperature. By 
consequence, the salt solutions are only used to create a certain atmosphere in this procedure 
(MgCl2(33%RH), KCO3(43%RH), NaBr(59%RH), NaCl(75%RH)). As a result, the saturated salt 
solution does not necessarily need to reach equilibrium conditions and the test can be performed 
much quicker. Another benefit of the new test procedure is that the tests become less sensitive to 
the temperature of the surroundings. The new procedure allows to calibrate the RH sensors with 
an accuracy of ±1.4%RH.  
Additionally, one of the RH sensors was calibrated in a so-called two-pressure calibrator. This 
method allows to very precisely calibrate RH sensors. In this method air or nitrogen with water 
vapour is saturated at a known temperature and pressure. The saturated high-pressure air flows 
from the saturator, through a pressure reducing valve, where the air is isothermally reduced to 
 11 
test pressure at test temperature. When equilibrium is reached, the resulting air RH can be 
determined by measuring the temperature and pressure in the saturator, and the test temperature 
and test pressure after pressure reduction. A comparison between the two-pressure method and 
the newly developed procedure shows good agreement between both calibration methods 
(Figure 5). 
 
3.4 Test sample 
 
In the test wall a calcium silicate sample is positioned (20cm x 20cm, thickness 10cm). The test 
sample is placed directly opposite to the air inlet of the test room.  Figure 6a represents a section 
of the test sample; Figure 6b shows a front view of the calcium silicate sample in the test wall. 
The sample is sliced into four layers of respectively 10mm, 15mm, 25mm and 50mm thickness. 
Between each two material layers, in the middle, a thermocouple and a small capacitance relative 
humidity sensor made by Honeywell are placed. The positions of the thermocouples and relative 
humidity sensors are indicated in Figure 6a. The layers are then pressed back together to ensure 
good contact. In section 4.1 the results of a preliminary tests which showed the possible impact of 
the sensors on the measured temperature and RH in the sample, are given. The test sample is 
placed in a plexiglass box. The four sides and the back side are sealed with paraffin to avoid 
moisture exchange. At the sides and the back the sample is insulated with 4cm mineral wool to 
avoid heat exchange with the surroundings. These measures should ensure 1D moisture 
transport in the material sample.  
 
The calcium silicate used in the tests is a highly hygroscopic material which renders it suitable to 
use in the validation experiments of a coupled CFD-HAM model or a coupled BES-HAM model. 
The material properties of the calcium silicate were extensively measured by different laboratories 
during the HAMSTAD-project (Heat, Air and Moisture Standards Development) [48,49]. In the 
calcium silicate material a fine and a coarse pore system were distinguished. The measurements 
showed an open porosity ψ0 ranging from 84% to 90%. The open porosity ψ0 is defined as the 
ratio between the pore volume open for moisture transport and the total volume of the material 
sample. The material properties measured by the KU Leuven laboratory were used in the 
validation study and are given in Table 1. A dry vapour resistance factor of 5.42 and a dry thermal 
conductivity of 0.06W/m·K were registered. It was found from sensitivity analysis [50] that the 
measured value of 5.42 for the vapour resistance was too high and not in correspondence with 
measurements by other laboratories. Therefore a value of 3 was used. The measured saturation 
moisture content wsat was 894kg/m3.  
 
 
4 Validation experiments 
 
Two types of validation experiments can be distinguished. The experiments can be either used 
for validation of a coupled CFD-HAM model or a coupled BES-HAM model. In the following 
sections, both types of validation experiments will be described in detail. Furthermore, numerical 
results obtained with a CFD-HAM model and a BES-HAM model will be compared with measured 
data from the climatic chamber experiments. First, the results of a preliminary experiment are 
shown to confirm the performance and the repeatability of the newly developed test set-up.  
 
4.1 Preliminary experiment: effect of sample cutting 
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Preliminary experiments were carried out to check whether sample cutting may have an effect on 
the temperature and relative humidity profiles which are measured on different depths in the 
sample. Due to cutting of the calcium silicate sample at the different positions (at 10mm, 25mm 
and 50mm) for the installation of a thermocouple and a relative humidity sensor, it is possible that 
small air layers arise in between the different material parts when the sample is assembled again. 
Because of this, the material properties may no longer be homogeneous along the depth of the 
material, which can affect the overall permeability and sorption of the sample. In turn this may 
influence the temperature and relative humidity profiles measured inside the sample. To check 
the possible effect of the cutting edges in the sample, a new sample is prepared which is only 
sliced at 25mm depth. In this material sample the influence of a possible air layer at 10mm depth 
is hence excluded. Both samples are successively installed in the test wall and with each sample 
an identical experiment is performed. Before each experiment the calcium silicate sample is 
preconditioned for four days by supplying air (10ACH) at 25°C and 50% relative humidity until the 
temperature and relative humidity differences inside the sample are below the uncertainty interval 
of the sensors (i.e. ±0.1°C and ±1.4%RH). During the experiment the supply air temperature is 
kept at 25°C, while a relative humidity step is imposed from 50% to 70%: 8 hours of high relative 
humidity (70%) are followed by 16 hours of low relative humidity (50%). This cycle is repeated 
five times. Apart from the calcium silicate sample in the test wall no other porous material is 
present in the room. Figure 7 compares the measured temperature and relative humidity profile at 
25mm for the last three cycles. Note that the latent heat of evaporation has a strong effect on the 
temperatures inside the sample: the temperature in the sample rises if water vapour is absorbed 
by the sample, a temperature decrease is noted when water vapour is released from the sample. 
The relative humidity measured at 25mm in both samples is quasi identical. Also the associated 
temperature measured in the sample is comparable, in the third cycle a difference of about 0.2°C 
is noted. 
The temperature and relative humidity course at the front and the back side of the sample show 
that in both experiments the boundary conditions are similar (Fig. 7b and Fig. 7c). At the front 
side of the sample, the relative humidity between the two tests differs from 0.5%RH up to 
1.4%RH when the relative humidity of the supply air is 70%. The maximum difference between 
the temperatures measured at the front side is 0.1°C. At the back side, the average difference in 
relative humidity is smaller than 0.5%RH while the maximum temperature difference is about 
0.2°C. Note that the thermocouple and relative humidity sensor at the front and back side of the 
sample do not exactly register the conditions at the sample surface but rather measure the 
temperature in a small air layer near the surface. These measurements show that the boundaries 
in both cases are the same. Consequently, the experiments demonstrate that the cutting edges 
do not have a considerable effect on the temperature and relative humidity profile measured in 
the sample. Furthermore the experiments have shown to be reproducible. 
 
4.2 Experimental validation of a CFD-HAM model 
 
In the first type of experiments, a jet is created which blows on the calcium silicate sample in the 
test wall. During the experiment the temperature, air speed and relative humidity of the jet are 
closely controlled. The temperature and relative humidity response at different depths (i.e. 10mm, 
25mm and 50mm) inside the test sample is measured when a step in relative humidity is imposed 
to the inlet air. On the other hand, the inlet air temperature is kept at a constant value.  
 
Before the experiment the calcium silicate sample is preconditioned for four days by supplying air 
(10ACH) at 25°C and 50% relative humidity until the temperature and relative humidity 
differences inside the sample are below the uncertainty interval of the sensors (i.e. ±0.1°C and 
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±1.4%RH). During the experiment the supply air temperature is kept at 25°C, while a relative 
humidity step is imposed from 50% to 70%: 8 hours of high relative humidity (70%) are followed 
by 16 hours of low relative humidity (50%). This cycle is repeated five times. Apart from the 
calcium silicate sample in the test wall no other porous material is present in the room. A 2D 
hotwire anemometer is used to measure the velocity field inside the test room. The anemometer 
is connected to a robot arm which is controlled by a computer. The robot arm can move in two 
directions, allowing measurements in the vertical plane of the jet (Figure 8). 
 
These measurements are used to validate a coupled CFD-HAM model. The CFD-HAM model 
computes the water vapour transport in the hygroscopic material as well as in the surrounding air. 
An internal coupling approach is used where both the porous material domain and the air domain 
are solved within the same solver. As a result there is no need for mass transfer coefficients to 
couple the mass transport between both domains [51]. In a more classical approach, HAM 
models use transfer coefficients to link the transport in the porous material with transport in the 
surrounding air. These transfer coefficients are often derived from correlation and are strongly 
dependent on the air velocity. Therefore a good knowledge of this air velocity is important when 
an accurate estimation of the transfer coefficients is needed. On the other hand, correlations for 
transfer coefficients found in literature are often only applicable for certain cases. This implies that 
a good estimation of these transfer coefficients is difficult. The CFD-HAM model used here 
overcomes these issues by avoiding the use of these coefficients. 
The coupled CFD-HAM model was preliminary verified and a sensitivity study was performed, for 
more details on the model and the implemented equations the reader is referred to [4] and [52]. In 
this paper only the governing equations for heat and moisture transport in the air and porous 
material are shown. 
 
The air is modelled as an incompressible ideal gas. In this case the energy and moisture 
transport equations reduce to equations (1) and (2).  
 





∂ λρρ ..  (1) 




∂ ρρρ  (2) 
with 
( ) airvap CYYCC −+= 1  (3) 
 
In these equations ρair [kg/m³] is the density of the humid air, Cvap [J/kg·K] is the specific heat 
capacity of water vapour, Cair [J/kg·K] is the specific heat capacity of air and C [J/kg·K] is the 
weighted average specific heat capacity according to equation (3), λair [W/m·K] is the thermal 
conductivity of air and g [kg/m²·s] the water vapour diffusion flux. D [m²/s] is the diffusion 
coefficient of water vapour in air. T is the temperature [°C] and Y [kg/kg] the mass fraction of 
water vapour in the air. The first term on the left hand side of each transport equation is the 
storage term, the second term represents the convective term while the right hand side 
represents the transport by diffusion. 
 
For the porous material zone the following assumptions are made in the model: 
 
− No air transfer occurs 
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− Liquid transfer is not dominant 
− Moisture storage only depends on relative humidity 
− The temperature remains below the boiling point 
− There is no radiative transfer inside the porous material 
 
The model is only valid in the hygroscopic range (RH <98%). Here moisture transfer by 
equivalent vapour diffusion is dominant. This implies that the moisture transfer can be modelled 
by a single water vapour diffusion coefficient. Equations (4) and (5) describe the moisture transfer 
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In equations (4) to (9) mat refers to the dry material properties, liq stands for liquid water and vap 
for water vapour. In the material model described by equations (4) to (9) the following material 
properties have to be known: the sorption isotherm which states the relation between the 
equilibrium moisture content w [kg/m³] and the relative humidity RH, the vapour resistance factor 
μ [-] as a function of moisture content, the dry density ρmat [kg/m³], the heat capacity Cmat [J/kg·K], 
the open porosity ψ0 [-] and the thermal conductivity λ [W/m·K]. The liquid moisture content wliq 
and the water vapour content wvap in the porous material can be related to the total moisture 




A commercial CFD package (Fluent®) was used to simulate the climate chamber. A 3D 
structured rectangular grid with 138708 elements was used to discretize the chamber and 
calcium silicate sample. A grid independency study was performed by comparing the results of 
the coarse grid with a refined grid of 1109664 cells (two times finer in every direction). When 
comparing the calculated velocity for both grids, deviations up to 7% were found. Previous 
studies showed that the velocity near a hygroscopic sample has only a small influence on the 
heat and moisture transfer in the sample, so it was concluded that using the coarser grid would 
result in sufficient accuracy. 
For simplicity a constant inlet velocity of 10m/s was chosen with a turbulence intensity of 5%. The 
walls of the chamber are assumed adiabatic except for the back walls of the test sample. Here a 
constant temperature of 25.4°C is assumed. This value corresponds with the measured 
temperature at the back of the sample and gave the best results for the simulations.    
The incompressible ideal gas law was used to calculate the density. Constant values for the 
dynamic viscosity, thermal conductivity and mass diffusivity were used. As the interest of the 
study lies in the heat and mass transfer to the wall (the calcium silicate sample), it is important 
that the near wall behaviour of the flow is correctly represented. A sufficient refined grid is used 
near the wall (y+ <4) in combination with a k-ω LRN turbulence model. This turbulence model is 
known to perform well close to walls. A second order upwind scheme is used for the discretization 
of the convective terms in the transport equations in order to reduce numerical diffusion. The 
SIMPLE algorithm is used for the pressure-velocity coupling. A double precision representation of 
real numbers is used to reduce round-off errors.     
 
The transient hygrothermal behaviour of a system consisting of air in contact with a porous 
material is dominated by the response of the porous material. As the characteristic time scale of 
heat and moisture transfer in the air is in the order of seconds while the time scale characterizing 
the hygrothermal response of the porous material is in the order of minutes or hours, the air 
response can be described as quasi steady state [53]. In other words, the transient hygrothermal 
behaviour of the air is caused by the varying boundary conditions at the interface with the porous 
material and at each time step the air can be considered in equilibrium with the new boundary 
conditions. This does not imply that the air flow cannot feature unsteady phenomena (such as 
vortex shedding), yet these phenomena appear at a time scale much smaller than the time scale 
of the heat and moisture transfer we are interested in and do not need to be captured. The time 
step for the coupled CFD-HAM simulation can thus be chosen based on the characteristic time 
scale for heat and moisture transfer in the porous material. As the transport equations in both the 
air and the porous material are solved in the same solver, this time step is used for both media. 
The airflow is hence also modelled as unsteady. However, because the time step is that large 
compared to the characteristic time scale in the air, the unsteady term in the heat and mass 
transport equations becomes negligible compared to the convective term and the equations 
reduces to a quasi-steady form. For the transient simulations performed in this study a time step 
of 60 seconds was chosen. The effect of the time step size is evaluated by performing a 
simulation with a time step of 30 seconds. No appreciable effect was found. 
 
Figure 8 shows the comparison between the measured velocity field in the middle of the chamber 
and the simulated velocity. A good agreement between both is found. However, the jet shown in 
Figure 8b is calculated under steady conditions. As mentioned earlier, in reality the jet will 
experience unsteady phenomena. Because this small time dependency of the jet has no 
influence on the heat and moisture transport to the porous material, the jet is solved quasi steady 
state. Small deviations between the measured and simulated jet can thus be attributed to the time 
dependency of the jet, but this does not affect the results for humidity and temperature in the test 
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sample. Also, mass transfer between the air and the porous materials is dominated by the vapour 
diffusion resistance and not by the mass transfer coefficient when the velocity is high enough 
(forced convection). This implies that a wrong estimation of the velocity near the material or 
indirectly a wrong estimation of the mass transfer coefficient has little effect on the mass transfer. 
Note that this is only valid for cases with forced convection. For very low air velocity, where 
buoyancy driven flow becomes important, the vapour diffusion resistance is no longer dominant. 
Here the driving forces for airflow are temperature gradients and to a smaller extent humidity 
gradients. This means that the airflow and by consequence the transfer coefficient depend on the 
air temperature and relative humidity. More details on this matter are found in [14,51].  
 
Figure 9 shows a comparison of the measured and simulated relative humidity and temperature 
at three depths in the calcium silicate sample. The material properties of the calcium silicate used 
in this study are listed in Table 1. This comparison shows a good agreement between 
measurement and simulations at a depth of 10mm. Deeper in the material (at 25mm and 50mm) 
the deviations are more pronounced. Several explanations for these deviations can be found. 
First the exact location of the sensors in the material will have an effect on the measurement 
results. Secondly the exact boundary conditions are of great importance and finally the input data 
of material properties can have a severe impact on the simulation results. All of this is discussed 
in more detail below.  
 
Figure 9c shows the relative humidity in the sample at a depth of 25mm. Three simulation curves 
are shown together with the measured data (including the error bars). In green the simulation 
results at exactly 25mm are shown. The dashed lines in red and blue show the simulation results 
at a slightly different position in the material. The red dashed lines are the simulated values at a 
depth of 23.2mm (1.8mm less deep in the material); the blue dashed lines are the simulation 
results at a depth of 26.6mm (1.6mm deeper in the material). During adsorption there is a clear 
underestimation of the relative humidity. However slight changes in the position of the sensor will 
results in a higher or lower relative humidity measured in the material. It is not unlikely that the 
exact location of the sensor in the material deviates from the assumed 25mm, since the sensor 
has a thickness of 2mm. Figure 9c clearly shows the effect of the sensor positioning. A sensor 
position at 23.3mm would result in a better agreement of the simulations with the measurements. 
Changing the position of the sensor in the order of 2mm has only little effect on the simulated 
temperature (Figure 9d).  
The temperature difference between measurements and simulations during desorption at a depth 
of 25mm (and also to a lesser extent at 10mm) can be attributed to an underestimation of the 
boundary conditions during desorption. It is assumed that the temperature of the incoming air is 
constant at 25°C. However in reality there is an uncertainty on this value of ±0.1°C. A change in 
the incoming air temperature has a direct effect on the temperature in the sample. In other words, 
an increase of 0.1°C of the incoming air during desorption would result in an increase of the 
simulated temperature and thus a better fit with the measurements. This was also shown in [52] 
where the sensitivity of the simulation on changes in boundary conditions was studied.  Deeper in 
the porous material (at 50mm) the effect of inlet air temperature is less pronounced since here 
the temperature is more determined by the temperature at the back of the sample (which was at 
25.4°C). 
The largest discrepancies between model and measurements are found at a depth of 50mm. 
Although a good agreement for temperature is found, the relative humidity differs op to 4%RH. 
This difference can no longer be attributed to sensor positioning and boundary conditions solely. 
Previous studies [50,52] showed that besides boundary conditions also material input data can 
have a severe impact on the modelling outcome. Wrong estimations of this data (especially 
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sorption isotherm and vapour resistance factor) becomes more important deeper in the material 
as these effects accumulate.  
For most porous materials there is no unique relationship between moisture content and the 
relative humidity because hysteresis occurs during the adsorption/desorption process. The 
material will behave differently during adsorption and desorption. Since for this study an 
adsorption phase is followed by a desorption phase, hysteresis might become important. 
However in this modelling approach no hysteresis model was implemented. A previous study [52] 
showed that hysteresis during desorption has a similar effect as using a sorption isotherm with 
lower moisture capacity (∂w/∂RH). In other words, the moisture capacity during desorption is 
lower. It was concluded that the model error due to the lack of a hysteresis model was of the 
same magnitude as the error due to an inaccurate sorption isotherm.     
It is clear that measuring and modelling moisture transport in porous materials in difficult since 
there are so many parameters involved. It is in fact a combination of uncertainties on different 
factors (sensor position, boundary conditions, material properties) that result in a deviation 
between measurements and simulations. Bearing all this in mind, it can still be concluded that 
there is an overall rather good agreement for the coupled CFD-HAM model with the 
measurements.         
 
4.3 Experimental validation of a BES-HAM model 
 
This section discusses the room size buffer experiments which are carried out in the test room. 
This type of measurements can be used to validate a coupled BES-HAM model. In these tests, 
air at a predetermined temperature and relative humidity enters the room at a controlled flow rate 
and the response of the test room to humidity variations of the supply air is investigated. Apart 
from the calcium silicate sample in the test wall, four additional calcium silicate plates (with each 
average dimensions 950x700x100mm3) are placed in the test room. The plates are sealed at the 
four sides with moisture proof tape to ensure 1D vapour diffusion in the plates and have a total 
exposed area of approximately 5.2m2. Figure 10 shows a view on the plates in the test room (a) 
and a schematic representation of the layout of the plates (b). In a preliminary experiment logger 
(type HOBO with an accuracy of ±3%RH and ±0.2°C) sensors were placed at different positions 
in the test room and the results showed that an air flow rate of 5ACH and 10ACH was large 
enough to ensure well-mixed conditions in the test room.  
 
Beforehand the calcium silicate plates were preconditioned in the test room for four days at 25°C 
and 50%RH. The measured temperature and the relative humidity on different depths in the test 
sample were used to determine when the calcium silicate plates were in equilibrium with the 
ventilation air (measured differences below the uncertainty error of the thermocouples and 
relative humidity sensors). During the actual experiment a supply air change rate of 5ACH is 
considered and the temperature of the ventilation supply air is kept at 25°C while a step change 
in relative humidity is imposed from 50% to 70% for 2h each. This cycle is repeated several 
times.  
In the middle of the test room a thermocouple and a small capacitance relative humidity sensor 
are placed to measure the room conditions (accuracy ±0.1°C and ±1.4%RH). During the 
experiment, thermocouples are placed against the inside and outside surface of the side walls of 
the test chamber, as indicated by positions a and d in Fig. 10b, to control the boundary conditions 
of the inner room. Additionally, temperature and RH at different depths in the test sample were 
monitored. Also the supply air conditions (i.e. temperature, relative humidity and mass flow rate) 
are well registered during the test.  
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Previously these experiments were used to validate a coupled BES-HAM model. Figure 11 shows 
one of the results of the validation study for three RH cycles. The experiments showed that the 
calcium silicate plates were clearly able to damp relative humidity variations in the test room. The 
average RH amplitude in a non-hygroscopic test room was 17.1%RH, compared to 13.6%RH 
when moisture exchange with calcium silicate plates and the test sample was possible. 
Furthermore, the experiments clearly showed the latent effect of moisture buffering on the 
measured temperature in the test room. When the relative humidity in the test room increases to 
70% the calcium silicate plates start to absorb water vapour, which coincides with release of 
latent heat. A clear increase of the temperature measured in the test room is noted. When the 
relative humidity of the supply air drops to 50%, the plates start to release water vapour to the 
room air. This is clearly associated with an uptake of latent heat. As a result, the temperature in 
the test room varies between 25.1°C and 25.7°C. 
 
Figure 11 shows a good agreement between the measured and predicted temperature and 
relative humidity in the test room. The amplitude of the relative humidity variations in the test 
room is slightly underpredicted by the model. Maximum relative humidity values are predicted 
well, but the lower values are underestimated by the calculations. On the other hand the 
predicted temperature variations are well within the uncertainty interval and a good agreement 
with the measured data can be observed. A sensitivity analysis carried out to investigate the 
deviations between the measured and calculated values showed that the differences were mainly 
attributed to uncertainties to the moisture related material properties (mainly by an overestimation 
of the vapour resistance factor) [50]. In the same study, the measured and calculated 
temperature and relative humidity at different depths in the test sample were also compared. For 
more details on the coupled BES-HAM model, the boundary conditions used and the HAM 




A thorough literature study revealed a lack of well documented experimental data for the 
validation of coupled BES-HAM model on the one hand and coupled CFD-HAM models on the 
other hand. Therefore a new test setup was designed and tested.  
In this paper a detailed description of the new test facility for room-size humidity experiments is 
presented. The climatic chamber allows to perform both room buffer experiments for validation of 
coupled BES-HAM models, as well as experiments for the validation of CFD-HAM models. The 
generated data sets are available for other researchers. Additionally the detailed description may 
give insight in the design of future test facilities. 
During the experiments, temperature and RH at different depths in a hygroscopic test sample 
installed in one of the walls of a room-size chamber, as well as the temperature and RH in the 
test room and of the supply air are measured. Preliminary experiments showed a good 
performance and repeatability of the experiments. Two types of experiments were run. In the first 
type of tests a jet enters the test room and blows onto the test sample. The supply air as well as 
the temperature outside the room is kept at a constant value of 25°C. The case can thus be 
considered as isothermal. Still the energy equation for the porous material needs to be solved 
simultaneously with the mass transport equation to capture the temperature change inside the 
material due to latent heat effect. A comparison between the measured temperature and RH 
inside the test sample and those computed with a recently developed CFD-HAM model, showed 
good agreement. Also measurements of the velocity field in the room were compared with 
simulation results. It was concluded that a quasi steady solution of the jet gives adequate 
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precision to solve the heat and moisture transport accurately. In the second type of experiments 
additional hygroscopic plates were introduced in the room while the temperature and RH in the 
middle of the test room was measured. Temperature of the supply air and outside the room was 
again kept constant. Again, a good agreement between the measured values and the results 




ACH Air change rate (1/h) 
C Specific heat (J/kg·K) 
D Vapour diffusion coefficient in air (m²/s) 
E Energy (J/m³) 
g Vapour diffusion flux (kg/m²·s) 
L Latent heat of vaporization (J/kg)  
p Partial vapour pressure (Pa) 
RH Relative humidity (%) 
Rv Gas constant water vapour (J/kg·K) 
T Temperature (°C) 
t Time (s) 
w Moisture content (kg/m³) 
Y Mass fraction (kg/kg) 
 
Greek symbols 
λ Thermal conductivity (W/m·K) 
μ Water vapour resistance factor (-) 
ρ Density (kg/m³) 
ψ0 Open porosity (%) 
 
Subscripts 
air Air  
liq Liquid water 
mat Material 
sat  Saturation 
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Figure 1. Schematic representation of the climatic chamber and the air handling unit (dimensions 
in cm): (1) recirculation fan, (2) cooling coil, (3) resistive heater, (4) steam humidifier, (5) buffer 
vessel and (6) flow straightener 
 
Figure 2. View on the outer and inner test chamber with the test wall  
 
Figure 3. Algorithm used to control the supply air temperature and relative humidity. 
 
Figure 4. Response of the relative humidity sensor to a change of absolute humidity, at constant 
temperature (a) and response of the relative humidity sensor to a change of temperature, at a 
constant absolute humidity (b). Temperature indicated in green, relative humidity indicated in 
black. 
 
Figure 5. Comparison between chilled mirror calibration (▲) and two-pressure calibration (■) for a 
capacitive sensor  
 
Figure 6. Schematic representation of the calcium silicate test sample (a) and view on the test 
sample (b) 
 
Figure 7.  Influence of the cutting edge on the measured temperature and relative humidity in the 
sample: original sample (black line, with error bars) and adapted sample (green line). 
Measurements in the sample at 25mm (a,b), measurements at the front surface of the sample 
(c,d) and measurements at the back of the sample (e,f) 
 
Figure 8. Comparison of the measured velocity in the middle of the room (a) and the simulated 
velocity (b). Velocities are indicated in m/s 
 
Figure 9. Relative humidity (a) and temperature (b) at a depth of 10mm in the calcium silicate. 
Green line are the simulation results at 10mm, red dashed line is at 8.3mm, blue dashed line is at 
11.5mm, black line with error bars corresponds with the measurements. Similar graphs for 
relative humidity (c) and temperature (d) at 25mm depth and relative humidity (e) and 
temperature (f) at 50mm depth. In (c,d) the green line corresponds with simulation results at 
25mm, the red dashed line is at 23.2mm and the blue dashed line is at 26.6mm. In (e,f) the green 
line is again simulation results at 50mm, the red dashed line is at 47.7mm and the blue dashed 
line is at 52.5mm.  
 
Figure 10. Layout of the calcium silicate plates in the test room: (a) view in the test room and (b) 
floor plan of the test room. 
 




Table 1. Measured material properties of calcium silicate [44-45] 
 
Material property Measured value 
Density (kg/m³)  = 270 
Thermal conductivity (W/mK) = 0.06 + 5.6 10
-4
 ·w 
Open porosity (-) ψ0 = 0.894









Saturation moisture content (kg/m³) wsat = 894 
 a = -2.936*10
-5 
 n = 1.7266 



















Figure 2. View on the outer and inner test chamber with the test wall  
 
 
3.2 Air handling unit 
 
A closed air handling unit (AHU)-circuit draws air from the inner room with a recirculation fan. The 
ventilation air inlet and outlet are positioned respectively at the top and bottom of the wall 
opposite to the test wall, as indicated in Figure1. Temperature, relative humidity and velocity of 
the entering air jet are closely controlled with a dedicated air conditioning system. The air is 
successively cooled and dehumidified by a cooling coil (with a maximum cooling capacity of 
3.5kW). When the air reaches its dew point, condensation starts and the humidity ratio of the air 
drops. The air at lowered temperature passes through a heat exchanger where a resistive heater 
heats up the air to the desired temperature. By heating the air, its relative humidity drops. Steam 
is then added to the dry air to humidify the air to the required relative humidity set point (Figure1).  
The steam humidifier works as follows: a dosing pump supplies a heated cylinder with 
demineralised water. The cylinder is kept at a high temperature (± 300°C) by a resistance wire 
that is wrapped around the cylinder. The water that enters the cylinder immediately evaporates 
when it comes in contact with the hot cylinder wall. This way the time delay between the moment 
the liquid water enters the cylinder and the moment this water leaves the cylinder as steam is 
minimal. The dosing pump has a manually adjustable stroke length and the rotation speed is 
controllable. With a maximum of 180 rpm (revolutions per minute) and a stroke volume of up to 
0.13ml this results in a maximum flow rate of 1.4 litres per hour. The produced steam is then 
injected into the air duct. Contact of the steam with colder duct walls must be kept to a minimum 
to avoid condensation.   
The air then passes through a buffer vessel with a volume of 25 litres. The buffer vessel is placed 
not far from the steam injection point in the air circuit to ensure a good mixture of the water 
vapour in the air. This buffer vessel levels out the relative humidity fluctuations caused by the 
humidification system and damps out temperature fluctuations. Finally a flow straightener ensures 
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